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Coal Plants Unit
MW 

Rating

Average 

Availability 

Factor (%)

Average Net 

Capacity Factor 

(%)

Average Forced 

Outage Factor 

(%)

Belews Creek 1 1,110 86.14 47.35 1.21

Belews Creek 2 1,110 64.24 29.08 0.97

Cliffside 5 544 73.46 28.44 13.24

Cliffside 6 844 75.58 53.36 1.36

Marshall 1 370 88.30 27.51 3.31

Marshall 2 370 61.83 15.06 1.23

Marshall 3 658 80.54 44.14 10.57

Marshall 4 660 85.82 56.79 1.93

Coal Totals 5,666 76.99 40.17 4.23

83.00 54.69 5.09

CC Plants
1 Unit

MW 

Rating

Average 

Availability 

Factor (%)

Average Net 

Capacity Factor 

(%)

Average Forced 

Outage Factor 

(%)

Buck 10 668 84.14 70.66 0.06

Dan River 7 662 93.15 78.87 0.49

WS Lee 10 786 80.92 74.52 5.45

CC Totals 2,116 85.30 74.66 2.77

87.91 53.59 2.34

Nuclear Plants Unit
MW 

Rating

Average 

Availability 

Factor (%)

Average Net 

Capacity Factor 

(%)

Average Forced 

Outage Factor 

(%)

Catawba 1 1,160 93.28 95.53 0.00

Catawba 2 1,150 100.00 100.74 0.00

McGuire 1 1,158 91.59 91.53 1.63

McGuire 2 1,158 92.20 93.63 0.00

Oconee 1 847 90.89 91.25 2.05

Oconee 2 848 100.00 102.14 0.00

Oconee 3 859 100.00 101.24 0.00

Nuclear Totals 7,180 95.42 96.37 0.53

92.40 91.38 1.48

1
 CC designates Combined-Cycle units.

Actual Period Data

NERC 5-year average (All Coal Plants)

NERC 5-year average (CC Plants)

NERC 5-year average (All Nuclear Plants)
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